Work Order (Bid Form)

Knoxville/Knox County Community Action Committee

WORK ORDER INFORMATION
Work Order Name: WO/80008KNO784/1
Work Order Type: Weatherization
Audit Name: 80008KNQ784-Audit

CLIENT INFORMATION
Client Name: Address:
Client ID: 80008KNO0784 ,

Alt. Client ID: Knox

AGENCY INFORMATION
Agency: Knoxville/lKnox County CAC Agency Phone: (865) 244-3080
Address; P.0.Box 51650 Fax: (865) 544-1647
Knoxville, TN  37950-1650 Email Address: jason.estes@cachousing.org

Company Name & License Number:

Contractor's Signature:

COMMENT

+Single Family Dwelling

Contractor to follow 2006 International Residential Code as adopted by the City of Knoxville or Knox County as
applicable.

City

House built in 1920

An EPA Certified Firm/Renovator is required.

Client Name: Work Crder (Bid Form) DOE Weatherization Assistant
Client ID: 80008KNO784 Work Order Name: WO/80008KN0784/1 Version 8.6.0
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Measures

Measure 1 Attic Access Door Components
Comment Cut in the ceiling an attic access door 22" x22". An atlic access door is

Inspected

[]

installed as a complete unit. A door is inclusive of foam seal, trim, paint(1st
quality semigloss color to be chosen by homeowner, caulk, R-30 Batt
insulation. No changes allowed. Refer to Appendix A- Standards for
Weatherization Materials and Southeast Field Guide.

Estimated Actual
# Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty Unit Cost Total
1 Doors Attic Access Door Each 1 r jr 1 l H ]L j
Refer to Attachment A-
Standards for
Weatherization Materials
and Southeast Field
Guide,
2 Labor Labor Each 1 l IL J L ” , l
Other Detail

e N I [ || |

L

L B N | I | N

Measure Sub Total: l ! Sub Total: ( l

Fleld Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 80008KNO784 Work Order Name: WO/B80008KNO784/1 Version 8.6.0

All. Client ID: Knox Report Run On: 5/8/2010 Page 2 of 8




Measure 2 DWH Pipe Insulation

Comment

¥ Matorial / Labor Description / Comment

1 Insulation DHW Pipe Insulation
Includes labor cost. All
corners must be cut
properly. Refer to
Appendix A- Standards
for Weatherization
Materials and Southeast
Field Guide.

2 Labor DHW Pipe Insulation

Other Detail

Inspected

[]
Actual

Components

Estimated

Units  Qty  Unit Cost Total

Each 1 { J r

Qty UnitCost Toftal

J . ]

L A N | I

|

I | || |

L |

|
N} BN | N | |

Measure Sub Total: [:I Sub Totai: [

Flold Notes:

Client Namae:

Client ID: 80008KN0784
Al Client ID: Knox

Work Order Name: WO/80008KN0784/1

Work Order {Bld Form) DOE Weatherization Assistant
Version 8.6.0
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Measure 3 DWH Tank Insulation Components Inspected

Comment extend pressure relief pipe as needed D
Estimated Actual

# Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty  Unit Cost  Total

T Hot Water Equipm DHW Tank Insulation Bach 1 [ [ ol N |

inctudes labor cost. R-10
minimum. Refer {o
Appendix A- Standards
for Weatherization
Materials and Southeast
Field Guide.

2 Labor DHW Tank Insulation Each 1 | BB 1 b |

P I | | A | B W
i I I | | R
Measure Sub Total: I: Sub Total: Ij

Fleld Notes:
Client Name: Work Order (Bid Form) DOE Weatherization Assistant
Client ID: 80008KN0O784 Work Order Name: WO/80008KNO784/1 Version 8.6.0
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Measure 4 Attic Ins. R-38

Components A1l
Comment +Includes labor cost. Contractor to install 1 ruler for every 300 square foot of

Inspected

[ ]

attic space showing depth of insulation. Build insulation dam around attic
access. Install baffles as needed to prevent loose fill insulation from entering
soffit and covering vent. Seal all holes, gaps, and penetrations in attic before

insulating. Seal around chimney with shest metal and high

temperature

silicone or fire resistant foam. Install R-30 fiberglass batt secured to attic
access and weather strip with foam tape. Contractor to install using Resnet
Grade 1 Standards. Refer to Appendix A- Standards for Weatherization

Materials and Southeast Field Guide.

Estimated Actual
# Material / Labor Description / Comment Units  Qty  Unit Gost Total Qty  Unit Cost  Total
1 Insulation Attic Insulation - Blown SqFt 1300 l IL J{ JL jﬁ i
Fiberglass - R-38
2 Labor Attic Insulation - Blown SgFt 1300 r jr 1 [ 4” “ j
Fiberglass - R-38
Other Detail

I I L

1} | I N

] e B N |

N | | N

Measure Sub Total:

[:’ Sub Total: !:}

Field Notes:

Client Name:
Client ID; 80008KN(0784
All. Client ID: Knox

Work Order (Bid Form)
Work Order Name: WO/80008KNO784/1
Report Run Cn: 5/8/2010
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Measure 5 Wall Insulation Components Wall 1,Wall 2,Wall Inspected
3,wall 4

Comment +Includes labor cost. Contractor must use a dense pack blowing machine. [:I
Contractor must dense pack insulation at 3.5 pounds per sguare foot,
Contractor's responsibility to install wood or Styrofoam plugs in holes after
installing wall insulation. Contractor's responsibility to repair wall damage
interior or exterior if needed while installing wall insulation. Contractor to clean
up area around house and clean siding off after measure completed. Refer to
Appendix A- Standards for Weatherization Materials and Southeast Field
Guide,

Estimated Actual
# Materlal / Labor Description / Comment Units  Qly  Unit Cost Total Qty UnitCost Total

1 Insulation Wall Insulation - Blown Sqft 1217 l H l l [L Jr 1

Cellulose - 2x4 Filled

2 lLabor Wall Insulation - Blown SqFt 1217 ! ]L H “ JL;I

Cellulose - 2x4 Filled

Othor Detall

L L I [ | N
[ ) J ] I | S
Measure Sub Total: l:) Sub Total: J:}

Fleld Notes:
{
Client Name: Work Order (Bld Form) DOE Weatherization Assistant
Client ID: 80008KN0G784 Work Order Name: WO/80008KN0784/1 Version 8.6.0
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Measure 6 CO Monitor is Needed Components Inspected

Comment Refer to Attachment A- Standards for Weatherization Materials and Southeast I___I
Field Guide.
Estimated Actual
# Materlal / Labor Description / Comment Units  Qty  Unit Cost Total Qty Unit Cost Total
1 Health and Safety CO monitor Each 1 L JL J [ —[r ‘lr <|
Refer to Attachment A-

Standards for
Weatherization Materials
and Southeast Field
Guide.

2 Labor Labor Fach 1 r jr JL_” ﬁ_H%_]

Other Detail 4”7 ] L J u r ‘l T_,L JL J
| E I N | | [
Measure Sub Total: :' Sub Total: ]:}

Fleld Notes:
Measure 7 Practice Lead Safe Weatherization Components Inspected
(Walls)

Comment A Certified Firm /Renovator is required to adhere to EPA RRP rules, Need to I:I
submit copy of Lead Report and 3 pictures (before, during, and after) of each
activity,

Estimated Actual
# Material / Labor Description / Comment Units  Qty  Unit Cost Total Qty UnitCost Total

1 Health and Safety EPA RRP Lead Rules Each U B I
2 Labor Labor Each T [ B I I [ l

Other Detail jL j l—*‘l [—j L JL ”_jr —|r 1
L 1 [ | N 1l l
Measure Sub Total: ‘:f Sub Total: :’

Field Notes:
Clienf Name: Work Order (Bld Form) DOE Weatherization Assistant
Client ID: 80008KNO784 Work Order Name: WO/80008KN0784/1 Version 8.6.0
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Work Order Grand Total: ‘ l

Grand Total: E

Clfent Name:

Client ID: 80008KNQ784
All. Client ID: Knox

Work Qrder (Bid Form)
Work Order Name: WQ/80008KN0784/1
Report Run On: 5/8/2010
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